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STEP 1
Utility power return timer expires
(M1 Open/ G1 Closed)

STEP 2
After the generator is in synch with the
utility, M1 closes (M1 Closed / G1 Closed)

STEP 3
Fast transfer: G1 opens within 100 ms

Soft transfer: G1 opens after

the generator ramps down to its
unloaded setpoint (M1 Closed / G1
Open)
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STEP1
Utility power return timer expires
(M1 Open / G1 Closed)

STEP 2
G1 opens and the open transfer
timer starts (M1 Open/ G1 Open)

STEP 3
Open transfer timer expires, M1
closes (M1 Closed / G1 Open)
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